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NOTE:

TEMPORARY LUMINAIRE SHALL BE HORIZONTAL MOUNTED
400W HPS, CUTOFF ARCHITECTURAL WITH EITHER TYPE III
OR TYPE IV DISTRIBUTION AS SPECIFIED ON THE PLANS,
FIXTURE SHALL BE PROVIDED WITH MAST ARM ADAPTER.

1, TEMPORARY WOOD POLE AND CONTROLLER MOUNTING HARDWARE AND RELATED
APPURTENANCES SHALL BE INCLUDED IN TEMPORARY LIGHTING CONTROLLER PAY ITEM.

2. SEE DRAWING ED-6 FOR DETAILS AND ED-8 FOR CONTROLLER WIRING DIAGRAM.

3, THE COST OF ALL CONDUITS ATTACHED TO WOOD POLE AND 3/C NO.2 & 1/C NO.4 GND
ELECTRIC CABLE ASSEMBLY TO THE POLE TOP SHALL BE INCLUDED IN THE COST OF
TEMPORARY ELECTRIC SERVICE INSTALLATION PAY ITEM. NO SEPARATE PAYMENT WILL
BE MADE.
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